
STAMP 4" "W'ON FACE OF CURB CENTER METER ASSEMBLY WITHIN BOX.

@

3/4' DRAIN ROCK MIN. 6' THICK
AND EXTENDING 6'BEYOND BOX

o

DEPRESS LINE TO
MEET BUILDING DEPT,
REOUIREMENTS.

PIPE MATERIAL TO
MEET BUILDING DEPT.
REQUIREMENTS,

ELEVATION CONCRETE METER BOX W 10" READING
LID. PROVIDE 2 EXTENSIONS UNDER BOX.

IN-LINE CONNECTOR WITH SECURITY SEAL

e@ @ @.@* @ c@.

WATER MAIN

@

NOTES: PLAN

1. BYPASS PIPING SHALL BE REQUIRED ON MULTIFAMILY RESIDENTIAL AND COMMERCIAL SERVICES. BYPASS PIPING
MAY BE OMITTED ON ALL IRRIGATION SERVICES. WITH APPROVAL OF THE CITY ENGINEER, BYPASS PIPING MAY BE
OMITTED ON COMMERCIAL SERVICES SERVING OFFICE OR RETAIL SPACE WITH SEPARATE FIRE SERVICES OR
WHERE MULTIPLE DOMESTIC WATER SERVICES SERVE THE PROPERTY.

SET METER BOX COVER FLUSH WITH FINISHED SURFACE. THE ADDRESS MUST BE CLEARLY MARKED ON TOP OF
METER BOX WITH PERMANENT MARKER BEFORE THE CITY WILL ACTIVATE SERVICE.

3. METER ASSEMBLY SHALL BE FURNISHED AND INSTALLED BY CONTRACTOR. PROVIDE ERTS AND TRANSMITTING
REGISTERS WITH 5 FT. LEADS.

4. REFER TO CITY STANDARD 877 FOR GATE VALVE INSTALLATION DETAILS. VALVES MAY BE INSTALLED IN SIDEWALK
WHERE SPACE LIMITATIONS EXIST.

5. REFER TO CITY WATER STANDARDS FOR CONSTRUCTION STANDARDS, SPECIFICATIONS AND ENGINEER'S LIST OF
APPROVED MATERIALS.

6. PIPE OPENINGS IN METER BOX SHALL BE CUT - DO NOT USE HAMMER. PRIOR TO BACKFILLING, PIPE OPENINGS AND
BOX JOINTS SHALL BE GROUTED.

o NO FENCING SHALL BE INSTALLED BETWEEN
STREET AND METER BOX.

ALL COMPRESSION FITTINGS SHALL HAVE
STAINLESS STEEL INSERTS.

* = OMIT WHEN BYPASS lS NOT REQUIRED.

rr* = OMIT WHEN BACKFLOW DEVICE lS INSTALLED
DOWNSTREAM AND BYPASS IS NOT REOUIRED

7.

8.

CONNECT SERVICE TRACER WIRE TO THE TRACER WIRE ON THE MAIN. IN ABSENCE OF MAIN TRACER WIRE, WRAP
SERVICE TRACER WIRE AROUND THE MAIN, RUN CONTINUOUS FROM MAIN TO METER BOX WITH LOOPS INTO EACH
VALVE BOX.

ERTS TO BE MOUNTED IN APPROVED BRACKET ATTACHED TO BOX W/SS ANCHORS. THE TOP OF ERTS SHALL BE NO
MORE THAN 3.I/4'BELOW TOP OF BOX.

NO. ITEM DESCRIPTION QTY.

SERVICE SADDLE 1

2 2" X 4" BRASS NIPPLE. THRFADFD 3

3 2" GATE VALVE. THREADED 3

4 2'BRASS ADAPTER. MIP X COMPRESSION

5 2'CTS POLYETHYLENE TUBING. CLASS 2OO. SDR S INO COUPLINGSI I
Â 2" BRASS ELL. COMP. X THREAI) 1

7 2'BRASS PIPE. THREADED ILENGTH AS NECESSARYì

I 2'BRASS STREET ELL. ISTANDARD ELL FOR NO BYPASSI 1

I 2'X 1'BRASS TFF 2

10 2'X24" BRA,SS PIPE. THREADED 1

11 2- .2 BOLT THREADED METER FLANGE

1 2'PLATE STRAINER

13 2'COMPOUND METER W/ 2 TRANSMITTING REGISTERS AND 2 ERTS 1

14 2" FLEXIBLE METER CÔIJPLING I
15 2" RRASS plPtr THptrAn v ptr ttÀ" f\ilN r trNêTt".tì

16 'X 8'RRASS NIPPI F TI{RtrÂNtrN 2

17 1'BRASS ELL. THREADFD 2

t8 1'BRASS PIPE THRFADFD II FNGTH AS NFCFSSARYI

l9 .I' BRASS BALL VALVE WITH STÔP.S AND I OCKWINGS 1

2î 1'BRASS PIPE. THREADED X PE ILENGTH AS NECFSSARYì ?

21 1'2-BOLT DRESSER

CITY OF ROHNERT PARK
2' COMMERCIAL WATER SERVICE

DATE: OCTOBER2010



STAMP 4" "W" ON FACE OF CURB

@.

DEPRESS LINE TO
MEET BUILDING DEPT,
REQUIREMENTS.

PIPE MATERIAL TO
MEET BUILDING DEPT.
REOUIREMENTS.

FILTER FABRIC

IN.LINE CONNECTOR WITH SECURITY SEAL (TYP.

ELEVATION

3/4'DRAIN ROCK MIN, 6'THICK
AND EXTENDING 6'BEYOND BOX

CONCRETE METER BOX W 1O'READING LID.
PROVIDE 2 EXTENSIONS UNDER BOX. CENTER
METER ASSEMBLY IN BOX.

@.

WATER MAIN

NOTES:

1. BYPASS PIPING SHALL BE REQUIRED ON MULTIFAMILY RESIDENTIAL AND COMMERCIAL SERVICES,
BYPASS PIPING MAY BE OMITTED ON ALL IRRIGATION SERVICES. W¡TH APPROVAL OF THE CITY
ENGINEER, BYPASS PIPING MAY BE OMITTED ON COMMERCIAL SERVICES SERVING OFFICE OR RETAIL
SPACE WITH SEPARATE FIRE SERVICES OR WHERE MULTIPLE DOMESTIC WATER SERVICES SERVE
THE PROPERTY.

2. SET METER BOX COVER FLUSH WITH FINISHED SURFACE. THE ADDRESS MUST BE CLEARLY MARKED
ON TOP OF METER BOX WITH PERMANENT MARKER BEFORE THE CITY WILL ACTIVATE SERVICE.

3. METER ASSEMBLY SHALL BE FURNISHED AND INSTALLED BY CONTRACTOR. PROVIDE ERTS AND
TRANSMITTING REGISTERS WITH 5 FT. LEADS.

4. REFER TO CITY STANDARD 877 FOR GATE VALVE INSTALLATION DETAILS. VALVES MAY BE INSTALTED
IN SIDEWALK WHERE SPACE LIMITATIONS EXIST.

5. REFER TO CITY WATER STANDARDS FOR CONSTRUCTION STANDARDS, SPECIFICATIONS AND
ENGINEER'S LIST OF APPROVED MATERIALS.

6. PIPE OPENINGS IN METER BOX SHATL BE CUT - DO NOT USE HAMMER. PRIOR TO BACKFILLING, PIPE
OPENINGS AND BOX JOINTS SHALL BE GROUTED.

7, CONNECT SERVICE TRACER WIRE TO THE TRACER WIRE ON THE MAIN, IN ABSENCE OF MAIN TRACER
WIRE, WRAP SERVICE TRACER WIRE AROUND THE MAIN. RUN CONTINUOUS FROM MAIN TO METER
BOX WITH LOOPS INTO EACH VALVE BOX.

8. ERTS TO BE MOUNTED IN APPROVED BRACKET ATTACHED TO BOX WSS ANCHORS. THE TOP OF ERTS
SHALL BE NO MORE THAN 3-1/4'BELOW TOP OF BOX,

9. NO FENCING SHALL BE INSTALLED BETWEEN STREET AND METER BOX.

@.

PLAN
* = OMIT WHEN BYPASS lS NOT REQUIRED.

¡!* = OMIT WHEN BACKFLOW DEVICE lS INSTALLED
DOWNSTREAM AND BYPASS IS NOT REQUIRED

TRACER WIRE:
BLUE INSULATION,
#12 SOLID COPPER

c)@. @. @. @.

NO. ITEM DESCRIPTION QTY.

1 TFF OR]'APPING TFF Wi 4" FI ANGFD OIITI FT

2 4' GATE VALVE. FLG X MJ W/ MEGA-LUG RETAINER GLAND 1

3 4'DIP. PE ILENGTH AS REOUIRED. INTERMEDIATE JOINTS RESTRAINED) )
4 ¿. 9OO FI I M.I W/ MFGA-I I IG RFTAINFR GI ANDS

5 4" 90" FI I M.I W/ MFGA-I IIG RFTAINFR GI AND X FI G ,|

6 ¿. TtrF T:I G 2

7 4'GATE VALVE. FLG 2

I 4" X 3" RFDI ICFR FI G 2

I 3" DIP SPÕÔI FI G II8" MIN. I FNGTHI 1

10 3' PLATE STRAINER 1

11 3- COMPOUND METER W/ 2 TRANSMITTING REGISTERS AND 2 ERTS

12 3" FCA 1

't3 3" DIP FI G X PF 1I8'MIN I FNGTHì 1

14 4" COMPANION FLANGE W/ 2'THREADED TAP 2

15 2" BRASS NIPPLE THREADED 118" MIN. LENGTHI ?

't6 2" BRASS ELL THREADED 2

17 2" x 4" BRASS NIPPI tr THRtrADtrD 1

l8 2'BRASS BAI I VALVE WITH STÔPS AND 2" SOIJARE OPERATING NUT 1

l9 2" BRASS PIPE THREADED X PE ILENGTH AS NECESSARYI 2

20 2" 2-BOL]'DRESSER

CITY OF ROHNERT PARK
3'' COMMERCIAL WATER SERVICE

DATE: OCTOBER 2010
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'

TRACER WIRE:
BLUE INSULATION,
#I2 SOLID COPPER

STAMP 4''W" ON FACE OF CURB SIDEWALK

LOOP TRACER WIRE
INTO VALVE BOX (TYP.)

WATER MAIN

NOTES:

4.

5.

7.

BYPASS PIPING SHALL BE REQUIRED ON MULTIFAMILY RESIDENTIAL AND COMMERCIAL
SERVICES. BYPASS PIPING MAY BE OMITTED ON ALL IRRIGATION SERVICES. WITH
APPROVAL OF THE CITY ENGINEER, BYPASS PIPING MAY BE OMITTED ON COMMERCIAL
SERVICES SERVING OFFICE OR RETAIL SPACE WITH SEPARATE FIRE SERVICES OR
WHERE MULTIPLE DOMESTIC WATER SERVICES SERVE THE PROPERry.

SET METER BOX COVER FLUSH WITH FINISHED SURFACE. THE ADDRESS MUST BE
CLEARLY MARKED ON TOP OF METER BOX WITH PERMANENT MARKER BEFORE THE
CITY WILL ACTIVATE SERVICE.

METER ASSEMBLY SHALL BE FURNISHED AND INSTALLED BY CONTRACTOR. PROVIDE
ERTS AND TRANSMITTING REGISTERS WITH 5 FT. LEADS.

REFER TO CITY STANDARD 877 FOR GATE VALVE INSTALLATION DETAILS. VALVES MAY
BE INSTALLED IN SIDEWALK WHERE SPACE LIMITATIONS EXIST.

REFER TO CITY WATER STANDARDS FOR CONSTRUCTION STANDARDS,
SPECIFICATIONS AND ENGINEER'S LIST OF APPROVED MATERIALS.

PIPE OPENINGS IN METER BOX SHALL BE CUT - DO NOT USE HAMMER. PRIOR TO
BACKFILLING, PIPE OPENINGS AND BOX JOINTS SHALL BE GROUTED.

CONNECT SERVICE TRACER WIRE TO THE TRACER WIRE ON THE MAIN. IN ABSENCE OF
MAIN TRACER WIRE, WRAP SERVICE TRACER WIRE AROUND THE MAIN, RUN
CONTINUOUS FROM MAIN TO METER BOX WITH LOOPS INTO EACH VALVE BOX.

ERTS ÏO BE MOUNTED IN APPROVED BRACKET ATTACHED TO BOX W/SS ANCHORS.
THE TOP OF ERTS SHALL BE NO MORE THAN 3-1/4'BELOW TOP OF BOX.

9. NO FENCING SHALL BE INSTALLED BETWEEN STREET AND METER BOX.

FILTER FABRIC

lN-LrNE CONNECTOR W|TH SECURTTY SEAL (TYP

@

3/4' DRAIN ROCK MIN. 6'THICK
AND EXTENDING 6" BEYOND BOX

DEPRESS LINE TO
MEET BUILDING DEPT.
REOUIREMENTS.

PIPE MATERIAL TO
MEET BUILDING DEPT.
REQUIREMENTS.

ELEVATION CONCRETE METER BOX W/ 10" READING LID.
PROVIDE 2 EXTENSIONS UNDER BOX. CENTER
METER ASSEMBLY IN BOX.

@

@

@@CI

ø

1.

2.

PLAN

* = OMIT WHEN BYPASS lS NOT REQUIRED.

** = OMIT WHEN BACKFLOW DEVICE lS INSTALLED
DOWNSTREAM AND BYPASS IS NOT REQUIRED

8.

NO. ITEM DESCRIPTION QTY.

Ttrtr ÔR TAPPING TFF W/4' FI ANGtrD ÔI ITI FT

2 4" GATE VAI VE. FLG X M.I W/ MFGA-I IIG RFTAINFR GI AND 1

3 4" DIP. PE ILENGTI{ AS REOUIRED. INTERMEDIATE JOINTS RESTRAINEDI 2

4 4" 90' ELL. MJ W/ MEGA-LUG RETAINER GLANDS 3

5 ¿.qO.trI I M.I W/MtrGÂ-I IIGRFTAINtrRGI ANDYFI G

6 4" TEE FLG )
7 4" GATE VALVE. FLG 3

R 4" DIP SPOOL. FLG (24" MIN, LENGTHI 1

q 4'PI ATF STRAINFR

lo 4'CÔMPOIIND MFTFR W/ 2 TRANSMITTING RFGISTFRS AND 2 FRTS

1'l 4'FCA 1

12 4' DIP. FLG XPE (24" MIN. LENGTHI 1

13 4'DIP. FLG X PE 2

CITY OF ROHNERT PARK

4'' COMMERCIAL WATER SERVICE

DATE: OCTOBER2010



STAMP 4..W' ON FACE OF CURB ----\\SIDEWALK--\ r-rr

LOOP TRACER WIRE
INTO VALVE BOX (TYP.)

WATER MAIN

NOTES:

BYPASS PIPING SHALL BE REQUIRED ON MULTIFAMILY RESIDENTIAL AND COMMERCIAL
SERVICES, BYPASS PIPING MAY BE OMITTED ON ALL IRRIGATION SERVICES. WITH
APPROVAL OF THE CITY ENGINEER, BYPASS PIPING MAY BE OMITTED ON COMMERCIAL
SERVICES SERVING OFFICE OR RETAIL SPACE WITH SEPARATE FIRE SERVICES OR WHERE
MULTIPLE DOMESTIC WATER SERVICES SERVE THE PROPERW.

SET METER BOX COVER FLUSH WITH FINISHED SURFACE. THE ADDRESS MUST BE
CLEARLY MARKED ON TOP OF METER BOX WITH PERMANENT MARKER BEFORE THE CITY
WILL ACTIVATE SERVICE,

METER ASSEMBLY SHALL BE FURNISHED AND INSTALLED BY CONTRACTOR. PROVIDE
ERTS AND TRANSMITTING REGISTERS WITH 5 FT. LEADS.

REFER TO CITY STANDARD 877 FOR GATE VALVE INSTALLATION DETAILS. VALVES MAY BE
INSTALLED IN SIDEWALK WHERE SPACE LIMITATIONS EXIST.

REFER TO CITY WATER STANDARDS FOR CONSTRUCTION STANDARDS, SPECIFICATIONS
AND ENGINEER'S LIST OF APPROVED MATERIALS.

PIPE OPENINGS IN METER BOX SHALL BE CUT - DO NOT USE HAMMER. PRIOR TO
BACKFILLING, PIPE OPENINGS AND BOX JOINTS SHALL BE GROUTED.

CONNECT SERVICE TRACER WIRE TO THE TRACER WIRE ON THE MAIN, IN ABSENCE OF
MAIN TRACER WIRE, WRAP SERVICE TRACER WIRE AROUND THE MAIN. RUN CONTINUOUS
FROM MAIN TO METER BOX WITH LOOPS INTO EACH VALVE BOX.

ERTS TO BE MOUNTED IN APPROVED BRACKET ATTACHED TO BOX W/SS ANCHORS. THE
TOP OF ERTS SHALL BE NO MORE THAN 3-1l4" BELOW TOP OF BOX.

9. NO FENCING SHALL BE INSTALLED BETWEEN STREET AND METER BOX.

@.

@

1.

2,

3.

4.

5.

7.

B.

TRACER WIRE:
BLUE INSULATION,
#12 SOLID COPPER

@.

FILTER FABRIC

IN-LINE CONNECTOR WITH SECURTTY SEAL (Typ

ELEVATION

c
Ø.

3/4'DRAIN ROCK MIN. 6'THICK
AND EXTENDING 6" BEYOND BOX

DEPRESS LINE TO
MEET BUILDING DEPT.
REOUIREMENTS.

PIPE MATERIAL TO
MEET BUILDING DEPT,
REOUIREMENTS.

CONCRETE METER BOX W/ 10" READING LID.
PROVIDE 2 EXTENSIONS UNDER BOX. CENTER
METER ASSEMBLY IN BOX.

CI

@.

PLAN
* = OMIT WHEN BYPASS lS NOT REQUIRED.

** = OMIT WHEN BACKFLOW DEVICE IS INSTALLED
DOWNSTREAM AND BYPASS IS NOT REOUIRED

@.- lli -o* (íõ) E u 
il I -@**'

NO. ITEM DESCRIPTION QTY.

TEE OR TAPPING TEE W/ 6" FLANGED OUTLET

2 6'GATFVAI VF FI GXM.I W/MFGA-I IIGRFTAINFRGI ANN

3 6" DIP- PE ILENGTH AS RECJTJIRFD INTFRMFDIATF.IOINT.S RFSTRAINFDì 2

4 6" 90" ELL. MJ W/ MEGA-LIJG RETAINER GLANDS

5 6" 90'ELL. MJ W/ MEGA-LUG RETAINER GLAND X FLG

b 6'X4"TFF FI G

7 6- GATE VALVE- FLG 2

8 6" DIP SPOOL- FLG I3O'MIN. LENGTHI
q 6" PI ATF STRAINtrR

10 6' COMPOUND METER W 2 TRANSMITTING REGISTERS AND 2 ERTS

1 6'FCA

12 6" DIP. FLG X PE I3O'MIN. LENGTHì

13 4'GATE VALVE. FLG

14 " DIP FI G X PF II FNGTH AS RtrÔI IIRtrN'ì 2

't5 4'gOO FI I M.I W/ MtrGA.I IIG RFTAINFR GI ANDS 2

16 'fìlp Þtr /s.lNêl tr pltratr I trt\llìTtl Âe Þtrñl llÞtrrìì

CITY OF ROHNERT PARK
6" COMMERCIAL WATER SERVICE

DATE: OCTOBER2010


